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DEMOLITION GENERAL NOTES

VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT
OF CONFLICTS PRIOR TO PROCEEDING.

ALL FURNITURE, FURNISHINGS AND EQUIPMENT WILL BE REMOVED, RELOCATED AND/OR
STORED BY OWNER UNLESS NOTED OTHERWISE.

ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL
CONFIRMATION HAS BEEN MADE AS TO WHEATER THE OWNER WILL RETAIN SUCH ITEMS.
ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE DRAWINGS TO
BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.
THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST
PARTITIONS, TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE
SHOWN ON THE DOCUMENTS OR IMPLIED BY THE WORK BEING PERFORMED. SUCH
PROTECTION SHALL BE MAINTAINED AND REPAIRED PROMPTLY IF DAMAGED TO AVOID
DUST INFILTRATION INTO ADJACENT AREAS. PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES. PARTITIONS SHALL BE FIRE-RATED
WHERE DESIGNATED ON DRAWINGS.

COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH
FILTER MEDIA AND CHANGE REGULARLY.

REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE
DEMOLITION INFORMATION.

REPAIR AND LEVEL FLOOR SLAB, WALLS AND/OR CEILINGS SUITABLE FOR NEW FINISHES
WHERE DEMOLITION CAUSES OR EXPOSES DAMAGE TO THESE SURFACES.

FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, ETC. HAVE BEEN REMOVED TO
MAINTAIN TWO-HOUR FIRE RATING.

REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS,
PAPER TOWEL DISPENSERS, WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER
MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS.CEILINGS IN AREA OF
RENOVATION UNLESS NOTED OTHERWISE. VERIFY ITEMS TO BE RELOCATED.

REPAIR/REPLACE COLUMN FIRE PROOFING IF DAMAGED DURING DEMOLITION PROCESS.

REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION
AREA.

ALL WALL DEMOLITION WILL BE PERFORMED AFTER NORMAL WORKING HOURS.
COORDINATE WITH VA COR.

ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE
REMOVED IN ACCORDANCE WITH SECTION 02 82 11 ASBERSTOS ABATEMENT. ALL
THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS DEBRIS LOCATED ABOVE THE
CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR. THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE
REMOVAL OF THE EXISTING CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS
ABOVE THE CEILINGS.

AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION. FIRE
STOP ALL PENETRATIONS THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING
OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED CHASE.

REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS, PATCH AND
SKIM COAT AND PREPARE FOR FINAL FINISH.

DEMOLITION KEYED NOTES (MARKED W/ "))

REMOVE HANDRAIL COMPLETE. PATCH AND REPAIR ANY EXISTING WALLS TO REMAIN TO
MATCH SURROUNDING FINISH.

REMOVE STAIR COMPLETE. LOCATION OF FUTURE FLOOR SLAB AT FIRST FLOOR LEVEL.
REMOVE CONC. SLAB & STRUCTURE COMPLETE

REMOVE DOOR, FRAME & HARDWARE. ALL CYLINDRICAL LEVER STYLE AND MORTISE TYPE
LATCHSETS, LOCKSETS, AND STRIKES SHALL BE TURNED OVER TO THE OWNER.

REMOVE WALL COMPLETE. PATCH AND REPAIR CONCRETE SLAB WITH TOPPING MATERIAL
FLUSH WITH ADJACENT FLOOR SLAB. ALSO PATCH AND REPAIR AT EXISTING WALL(S)
(WHERE APPLIES) TO MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED IF WALLS ARE TOOTHED TOGETHER.

REMOVE WINDOW COMPLETE- PATCH AND REPAIR TO RECIEVE NEW FINISHES
UNUSED

REMOVE BASEMENT WALL COMPLETE TO UNDERSIDE OF CONC SLAB ABOVE. PATCH AND
REPAIR LOWER LEVEL CONCRETE SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT
FLOOR SLAB. PATCH AND REPAIR AT EXISTING WALL(S) TO MATCH SURROUNDING FINISH
AND MATERIALS, CUT OUT EXTERIOR BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED.

REMOVE CEILING COMPLETE

REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE. PREPARE FOR NEW FINISH WHERE
APPLICABLE. ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN ACCORDANCE WITH
THE ASBESTOS ABATEMENT SPECIFICATIONS.

REMOVE AREA WAY WALL & RAIL COMPLETE. REPAIR AND PATCH ADJACENT SURFACES
REMOVE CONCRETE SUPPORT FLUSH TO COLUMN

REMOVE GRADE BEAM COMPLETE

LOCATION OF FUTURE OPENING - REF FLOOR PLANS & STRUCTURAL DWGS
REMOVE STONE VENEER IN THIS AREA

ERECT DEMISING WALL BEFORE ANY WORK IN THIS SPACE

EXISTING CEILING TO REMAIN. PATCH & REPAIR AS REQUIRED.

EXISTING FLOOR FINISH TO REMAIN. PATCH & REPAIR AS REQUIRED.
APPLIANCES SHALL BE REMOVED AND RETURNED TO THE OWNER.
REMOVE STONE SILL AND/OR CUT FLUSH W/ FACE OF LIMESTONE VENEER
TEMPORARY DUST PARTITION

TEMPORARY DUST PARITION. WEATHER TIGHT & INSULATED

REMOVE EXISTING GUTTER & DOWNPSPOUT. REAPAIR & PATCH OVERHANG
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DEMOLITION GENERAL NOTES

VERIFY ALL EXISTING CONDITIONS PRIOR TO BEGINNING WORK. NOTIFY THE ARCHITECT
OF CONFLICTS PRIOR TO PROCEEDING.

ALL FURNITURE, FURNISHINGS AND EQUIPMENT WILL BE REMOVED, RELOCATED AND/OR
STORED BY OWNER UNLESS NOTED OTHERWISE.

ALL ITEMS BEING REMOVED SHALL REMAIN THE PROPERTY OF THE OWNER UNTIL
CONFIRMATION HAS BEEN MADE AS TO WHEATER THE OWNER WILL RETAIN SUCH ITEMS.
ALL ITEMS NOT BEING RETAINED BY THE OWNER OR DESIGNATED ON THE DRAWINGS TO
BE RELOCATED OR REINSTALLED SHALL BE COMPLETELY REMOVED FROM THE SITE.

THE DEMOLITION CONTRACTOR SHALL PROVIDE AND INSTALL TEMPORARY DUST
PARTITIONS, TEMPORARY DOORS, WALK-OFF MATS AND EQUIPMENT PROTECTION WHERE
SHOWN ON THE DOCUMENTS OR IMPLIED BY THE WORK BEING PERFORMED. SUCH
PROTECTION SHALL BE MAINTAINED AND REPAIRED PROMPTLY IF DAMAGED TO AVOID
DUST INFILTRATION INTO ADJACENT AREAS. PROVIDE HEPA FILTER FILTRATION AND
NEGATIVE AIR MACHINES WITH MONITORING GAGES. PARTITIONS SHALL BE FIRE-RATED
WHERE DESIGNATED ON DRAWINGS.

COVER ALL RETURN AIR GRILLES AND EXHAUST GRILLES IN CONSTRUCTION AREA WITH
FILTER MEDIA AND CHANGE REGULARLY.

REFER TO MECHANICAL, ELECTRICAL, AND PLUMBING DOCUMENTS FOR RESPECTIVE
DEMOLITION INFORMATION.

REPAIR AND LEVEL FLOOR SLAB, WALLS AND/OR CEILINGS SUITABLE FOR NEW FINISHES
WHERE DEMOLITION CAUSES OR EXPOSES DAMAGE TO THESE SURFACES.

FILL ALL FLOOR OPENINGS WHERE PIPING, CONDUITS, ETC. HAVE BEEN REMOVED TO
MAINTAIN TWO-HOUR FIRE RATING.

REMOVE ALL BED LIGHTS, NURSE CALL PANELS, PATIENT LIFTS, SHARPS CONTAINERS,
PAPER TOWEL DISPENSERS, WARDROBE UNITS, TELEVISIONS, MIRRORS AND OTHER
MISCELLANEOUS EQUIPMENT/ACCESSORIES ON WALLS.CEILINGS IN AREA OF
RENOVATION UNLESS NOTED OTHERWISE. VERIFY ITEMS TO BE RELOCATED.

REPAIR/REPLACE COLUMN FIRE PROOFING IF DAMAGED DURING DEMOLITION PROCESS.

REMOVE ALL WALL MOUNTED HANDRAILS AND CRASH RAILS WITHIN CONSTRUCTION
AREA.

ALL WALL DEMOLITION WILL BE PERFORMED AFTER NORMAL WORKING HOURS.
COORDINATE WITH VA COR.

ALL ASBESTOS CONTAINING MATERIAL IN THE AREA OF CONSTRUCTION SHALL BE
REMOVED IN ACCORDANCE WITH SECTION 02 82 11 ASBERSTOS ABATEMENT. ALL
THERMAL SYSTEMS INSULATION (TSI) AND ASBESTOS DEBRIS LOCATED ABOVE THE
CEILINGS IN THE CONSTRUCTION AREA SHALL BE REMOVED BY THE ABATEMENT
CONTRACTOR. THE CONTRACTOR SHALL TAKE APPROPRIATE PRECAUTIONS DURING THE
REMOVAL OF THE EXISTING CEILINGS DUE TO THE POTENTIAL TSI AND ASBESTOS DEBRIS
ABOVE THE CEILINGS.

AFTER REMOVAL OF EXISTING CHASES, VERIFY FLOOR PENETRATION CONDITION. FIRE
STOP ALL PENETRATIONS THROUGH FLOOR TO COMPLY WITH A TWO-HOUR FIRE RATING
OR IF NECESSARY, INSTALL A TWO-HOUR FIRE RATED CHASE.

REMOVE ALL WALL COVERING, OTHER WALL TREATMENT, AND ATTACHMENTS, PATCH AND
SKIM COAT AND PREPARE FOR FINAL FINISH.

DEMOLITION KEYED NOTES (MARKED W/ "))

REMOVE HANDRAIL COMPLETE. PATCH AND REPAIR ANY EXISTING WALLS TO REMAIN TO
MATCH SURROUNDING FINISH.

REMOVE STAIR COMPLETE. LOCATION OF FUTURE FLOOR SLAB AT FIRST FLOOR LEVEL.
REMOVE CONC. SLAB & STRUCTURE COMPLETE

REMOVE DOOR, FRAME & HARDWARE. ALL CYLINDRICAL LEVER STYLE AND MORTISE TYPE
LATCHSETS, LOCKSETS, AND STRIKES SHALL BE TURNED OVER TO THE OWNER.

REMOVE WALL COMPLETE. PATCH AND REPAIR CONCRETE SLAB WITH TOPPING MATERIAL
FLUSH WITH ADJACENT FLOOR SLAB. ALSO PATCH AND REPAIR AT EXISTING WALL(S)
(WHERE APPLIES) TO MATCH SURROUNDING FINISH AND MATERIALS,CUT OUT EXTERIOR
BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED IF WALLS ARE TOOTHED TOGETHER.

REMOVE WINDOW COMPLETE- PATCH AND REPAIR TO RECIEVE NEW FINISHES
UNUSED

REMOVE BASEMENT WALL COMPLETE TO UNDERSIDE OF CONC SLAB ABOVE. PATCH AND
REPAIR LOWER LEVEL CONCRETE SLAB WITH TOPPING MATERIAL FLUSH WITH ADJACENT
FLOOR SLAB. PATCH AND REPAIR AT EXISTING WALL(S) TO MATCH SURROUNDING FINISH
AND MATERIALS, CUT OUT EXTERIOR BLOCK WALL AND TOOTH IN NEW BLOCK AS REQUIRED.

REMOVE CEILING COMPLETE

REMOVE FLOOR FINISH(ES) AND BASE TO CONCRETE. PREPARE FOR NEW FINISH WHERE
APPLICABLE. ALL ACM FLOORING AND MASTIC SHALL BE REMOVED IN ACCORDANCE WITH
THE ASBESTOS ABATEMENT SPECIFICATIONS.

REMOVE AREA WAY WALL & RAIL COMPLETE. REPAIR AND PATCH ADJACENT SURFACES
REMOVE CONCRETE SUPPORT FLUSH TO COLUMN

REMOVE GRADE BEAM COMPLETE

LOCATION OF FUTURE OPENING - REF FLOOR PLANS & STRUCTURAL DWGS
REMOVE STONE VENEER IN THIS AREA

ERECT DEMISING WALL BEFORE ANY WORK IN THIS SPACE

EXISTING CEILING TO REMAIN. PATCH & REPAIR AS REQUIRED.

EXISTING FLOOR FINISH TO REMAIN. PATCH & REPAIR AS REQUIRED.
APPLIANCES SHALL BE REMOVED AND RETURNED TO THE OWNER.
REMOVE STONE SILL AND/OR CUT FLUSH W/ FACE OF LIMESTONE VENEER
TEMPORARY DUST PARTITION

TEMPORARY DUST PARITION. WEATHER TIGHT & INSULATED

REMOVE EXISTING GUTTER & DOWNPSPOUT. REAPAIR & PATCH OVERHANG
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REFER TO SCHEDULE BELOW FOR PARTITION WIDTH

REFER TO SCHEDULE BELOW FOR PARTITION WIDTH
UNDERSIDE T
e %? oroec |
RATING PRIORITY

18 FOR PARTITIONS INDICATED TO RECEIVE SOUND ATTENUATION BLANKETS (SAB),
EXTEND SAFB TO FULL HEIGHT OF PARTITION U.N.O. FLOOR TRACK TO BE SET IN A
CONTINUOUS BED OF SEALANT.

RATED WALL PRIORITY - 19 IN AREAS DESIGNATED TO HAVE A RATED CEILING, BUILD WALLS THAT ARE NOT
REFER TO SCHEDULE BELOW FOR PARTITION WIDTH REFER TO SCHEDULE BELOW FOR PARTITION WIDTH INDICATED TO GO TO DECK TO UNDERSIDE OF RATED CEILING.

WALL PARTITION TYPE A WALL PARTITION TYPE

\ METAL RUNNER (LOWER NUMBER, HIGHER PRIORITY)
= RATED SEALANT AND BACKER ROD; BOTH SIDES, CONT. =
% = ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
z OCCURS; REFERTO FLOGR PLANS AMD ROOM FINISH SCHEDULEFOR. - = OGOURANGE, LOCATION, AND EXTENT OF WALL COVERAGE. 515 MORSTURE 3 HOUR ASSEMBLY !
e ; : 3 ' : . 58 2 HOUR ASSEMBLY 2
seor 1 5 [ E]  cmencomenmsomn o s o g 18 S e ST L T HOUR ASSENBLY : INTERIOR PARTITION GENERAL NOTES
CEILING —* RESTROOMS AND JANITOR'S CLOSETS, TYPICAL. _ 2 _ _ _ _ _ _ SMOKE RATED ASSEMBLY 4 1 ALL WALLS ARE TO BE TYPE 'B3' UN.O
T - N - - - - - - - 3 NON RATED ASSEMBLY 5 -
2] 2 PARTITION SYMBOLS APPEAR ON LARGEST SCALE FLOOR PLAN PROVIDED FOR
g oMU g METAL STUD FRAMING @ 16" O.C. MAX. AREA.
% | z 3  REFER TO FINISH PLANS FOR WALL FINISH, BASE, AND CEILING INFORMATION.
z =] 4 REFER TO WALL SECTIONS FOR EXTERIOR WALL CONSTRUCTION.
s | ;A ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE GYPSUM BOARD CONTINUES 5 PROVIDE WATER-RESISTANT GYPSUM BOARD ON WALLS WITH OPERABLE PLUMBING
s I = PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW THROUGH STUD CAVITY OF FIXTURES AND WITHIN 40" OF DRINKING FOUNTAINS OR WATER COOLERS, U.N.O.
5 [ FroveRsouNpATTENUATIONINSULATION AS REQUIRED - SEE SCHEDULE BELOW 5 LOWER WALL : V 6 PROVIDE LATERAL BRACING FOR PARTITIONS WHICH EXTEND ABOVE CEILINGS.
srrNE OF 7' 5 | STRUCTURE 7‘ e METAL RUNNER 1 o=} HIGHER PRIORITY PARTITION 7 PROVIDE FIRE RESISTIVE RATED GYPSUM WALL BOARD AT ALL RATED ASSEMBLIES
- - @ | _ _ _ _ _ _ - - N—- - - - - - 1 o | TO MEET ASSEMBLY REQUIREMENTS.
SEALANT AND BACKER ROD; BOTH SIDES, CONT. LOWER PRIORITY PARTITION 101 8 PROVIDE FIRE RESISTIVE JOINT SYSTEMS EQUAL TO WALL RATING AT ALL
1 o [ PENETRATIONS AND AT HEAD/FLOOR INTERSECTIONS WITH RATED ASSEMBLIES.
o ——— | ¢ | 9 PROVIDE ACOUSTICAL SEALANT AT WALL SILL, HEAD, PENETRATIONS, AND
NOSOUND | WITHSOUND P NOSOUND | WITH SOUND NO SOUND \ N |_ t ADDITIONAL SPECIFIED SOUND ATTENUATION COMPONENTS AT SOUND RATED
ATTENUATION | ATTENUATION NO SOUND ATTENUATION | ATTENUATION | STUD | PART. | FIRE |ULLSTING| — ] coamoo WALLS
DESIGNATION | DESIGNATION | ooy | PART. | JFRE s UL LISTING WITH SOUND DESIGNATION | DESIGNATION | WIDTH | WIDTH | RATING WITH SOUND | REMARKS : > i
REMARKS — < 10 PROVIDE SPECIFIED TILE BACKER BOARD AT ALL WALLS SCHEDULED TO HAVE
Nas UL Des ATS o | CERAMIC TILE.
s-56 | 3-58 | ONE | U90Sor 112 | 294 | garep | NA 11 ISOLATE NON-LOAD-BEARING STUD FRAMING FROM BUILDING STRUCTURE TO
I I FOUR | ugos 1 1 PREVENT TRANSFER OF VERTICAL LOADS WHILE PROVIDING LATERAL SUPPORT AS
SPECIFIED.
uLo ,
oo | 55 | (B | vatee 2-1z | 3.9 | guep | MA HIGHER PRIORITY 12 STUD SPACING IS 16" O.C. MAX. U.N.0.
I I U906 1 1 CEILING/ROOF ASSEMBLY 13 "LINE OF STRUCTURE" INDICATED FOR EACH PARTITION IS DIAGRAMMATIC ONLY
ULD AND DOES NOT INDICATE EXACT CONSTRUCTION CONDITIONS OR GEOMETRY.
es -
7o | s | ONE | stsor 3-58 | 4-78 | petn | NA comm oo mm ok am oo oo 14 FIRE RESISTANCE RATED PARTITIONS SHALL USE RATED FIRE RESISTANT FILL
I I U806 I I MATERIAL IN CONJUNCTION WITH AN APPROPRIATE RATED FIRESTOPPING SYTEM.
o e T 15  NON-RATED PARTITIONS SHALL USE ACOUSTICAL SEALANT.
f-se | 1ese | ONE | Ustsor o | 7o | oV NA / ‘ 16 ALL CMU WALLS SHALL EXTEND TO 4" MINIMUM ABOVE HIGHEST ADJACENT CEILING
1 1 voos ! ! GYPSUM BOARD CONTINUES | - U.N.O.
PAST TOP OF LOWER WALL | 17 REFER TO SPECIFICATIONS FOR MINIMUM STUD THICKNESS, MAXIMUM SPACING,
8" 9-1/4" FIQVA?ED NA :<~' LOWER PRIORITY PARTITION AND ALLOWABLE L||V||T|NG HE|GHTS DEFLECT|ON CR|TER|A FOR GYPSUM BOARD
I I | ASSEMBLIES.
[ ]
m .

UNDERSIDE OF Ui UNDERSIDE v,[ 20 ALTHOUGH WALL STUD SIZES ARE LISTED, FOR AREAS WHERE STUDS EXTEND TO
DECK Q/ OF DECK 1 SEALANT AND BACKER ROD; BOTH SIDES, CONT. STRUCTURE ABOVE OR HIGH AREAS, CONTRACTOR TO VERIFY SIZE INDICATED IS
- - - - - - - - - - - - r : - - - - - - ADEQUATE FOR HEIGHT LISTED, PROVIDE ADEQUATE SIZE STEEL STUD FRAMING
METAL RUNNER | METAL RUNNER AND NOTIFY ARCHITECT OF ANY DISCREPANCY PRIOR TO
FABRICATION/INSTALLATION.
= ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE OCCURS; = ADDITIONAL WALL FINISH (SHOWN DASHED) ON ONE OR BOTH SIDES WHERE
o % REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANCE, LOCATION, g OCCURS; REFER TO FLOOR PLANS AND ROOM FINISH SCHEDULE FOR OCCURANGCE,
z - AND EXTENT OF WALL COVERAGE. 5/8" MOISTURE RESISTANT GYPSUM WALL BOARD z LOCATION, AND EXTENT OF WALL COVERAGE. 5/8" MOISTURE RESISTANT GYPSUM
LINE OF g ! REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S LNEOF — 2 WALL BOARD REPLACES TYPE-X AS SUBSTRATE IN ALL RESTROOMS AND JANITOR'S
CEILING Eb E e j CLOSETS, TYPICAL. CEILING 1 g CLOSETS, TYPICAL
- ° | _ : - - - - - - - 2 - - - - - -
i N FIRE CAULKING AS REQUIRED BY
= = UL#HWS0001
g o (BY FRAMING CONTRACTOR)
BOTTOM OF DECK

PACK FLUTES OF DECK WITH FIRE SAFING AS
REQUIRED PER UL#HWS0001

SECTION VIEW

! SECTION VIEW

4 METAL STUD FRAMING @ 16" 0.C. MAX. METAL STUD FRAMING @ 16" O.C. MAX. ;
N b | -
T N
B ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, ONE SIDE : ONE LAYER 5/8" (TYPE-X) GYPSUM WALL BOARD, EACH SIDE ] |
g PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW : PROVIDE SOUND ATTENUATION INSULATION AS REQUIRED - SEE SCHEDULE BELOW ; a
LINE OF : METAL RUNNER LINE OF : 0 ] \
STRUCTURE Q/ ; STRUCTURE 1 METAL RUNNER .
SEALANT AND BACKER ROD; ONE SIDE, CONT. pNE SEALANT AND BACKER ROD; BOTH SIDES, CONT. . A

A

g 5 BOTTOM OF DECK
L 3 A
THh—
STC: STC: ’ [ 1/2" FIRE CAULKING AS REQUIRED BY
ATTENDATON | ATIENUATION | Stup | pART. | FRE | ULLSTNG | — oo ATIENUATION | ATTENUATION | STUD | PART. | FIRE |ULLISTNG| ——oo [ UL#HS0001 (BY FRAMING CONTRACTOR)
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FLOOR PLAN KEY NOTES (@)

1 6" ACCESS FLOOR SYSTEM. PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES. COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL
CONTRACTOR AND THE OWNER'S
REPRESENTATIVES.

WALL-HUNG SHELVING

KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT
COUNTERTOP/CASEWORK

FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT
STACKED LOCKERS ON 4" CONCRETE PLATFORM

APPLIED GYPSUM OR TILE (MATCH ADJACENT
MATERIAL)

BENCH (SEE EQMNT DWGS)

9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
SAFETY PLANS)

/\ 10 EMERGENCY EYE WASH/SHOWER STATION
‘ ‘ F 11 MOP SINK - REF PLUMBING DWGS

- 12 INFILL OPENING. SEE PLANS & SECTIONS FOR
CONSTRUCTION TYPE

13 HANDS FREE DOOR OPENER

EXISTING
NEW
No b wN

2]

14 CARD READER
M ] B\ 15 FIRE EXTINGUISHER CABINET-FLUSH MOUNT (SEE
/\ LIFE SAFETY PLANS)
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KEYED FLOOR PLAN NOTES (NOTED WITH @ )

1 6" ACCESS FLOOR SYSTEM. PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES. COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL

e / — % -~ CONTRACTOR AND THE OWNER'S
: R T REPRESENTATIVES.
. : E 2 WALL-HUNG SHELVING
STAIRS ‘ 14" | 10" 3 KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT
i . - 4 COUNTERTOP/CASEWORK
5 FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT
: \ 6 STACKED LOCKERS ON 4" CONCRETE PLATFORM
’ — 7 APPLIED GYPSUM OR TILE (MATCH ADJACENT
3 MATERIAL)
= 8 BENCH (SEE EQMNT DWGS)
= — — 9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
| SAFETY PLANS)
¥ 10  EMERGENCY EYE WASH/SHOWER STATION
11 MOP SINK - REF PLUMBING DWGS
(5 12 INFILL OPENING. SEE PLANS & SECTIONS FOR
KS-31) CONSTRUCTION TYPE
9.0 1/4" 13 HANDS FREE DOOR OPENER
14 CARD READER
73\ CEILING PLAN - STAIRS 72\ ROOF PLAN - STAIRS 1 TFE SARETY PLANG)  DNET-FLUSHMOUNT (SEE

1017 4jgr = 11 R

KEYED ROOF PLAN NOTES (NOTED WITH

1 EPDM ROOFING MEMBRANE ON TAPERED INSULATION
2 SHAFT PENETRATION BELOW - FILLED WITH FRAMING
UNTIL FUTURE CONSTRUCTION
3 CRICKET W/ EPDM & COVERBOARD
— — 4 WOOD FRAMED KICKER @ PARAPET W/ CONTINUOUS
— = | — v | il il ] 1] EPDM COVER (REF WALL SECTION)
— r ) 5  PREFINISHED ALUMINUM DOWNSPOUT & CONCRETE
i ! SPLASH BLOCK
— TAIRIVESTIBULE | 6  EXPANSION JOINT (CONT)
: 1-B-ST3 / / 7 PRE-FINISHED METAL COPING OVER PARAPET WALL
i LN 70" 14'-9 5/16" 8  ROOF DRAIN AND OVERFLOW SYSTEM. COORDINATE W/
[ (_ T e AS-201 PLUMBING DRAWINGS FOR STORM DRAINAGE PIPING
L . ! — AND CONNECTIONS TO SYSTEM
j | — | 9  LOCATION OF ROOFTOP HVAC UNITS SHOWN FOR
, r—— REFERENCE ONLY. COORDINATE FINAL LOCATIONS
' — ' (1) WITH MECHANICAL & STRUCTURAL DRAWINGS.
| — 1 | QS-319 PROVIDE CRICKET AT UNIT CURBS FOR POSITIVE
__ v ' | DRAINAGE CONDITION. PROVIDE ADDITIONAL
— =  — , o — — ] S s - CONCRETE WALKWAY PAD AT CONDENSATE DRAIN
1 I 1 = [J —| : ﬁ lul 1 ! lul ) I_JI 1 | 1_]1L = - H Alu - - - LINE.
[ | 40 10 ROOFTOP WALKWAY PADS - REFER TO SPECIFICATIONS
: " N, ' — 11 4"x 4" CONDUCTUR & SCUPPER W/ ALUMINUM
] i | | 6 DOWNSPOUT TO SPLASHBLOCK BELOW
' ﬂ ' 12 MECHANICAL SCREEN - REF SECTIONS & SPECS
k 13 MANUFACTURED METAL STAIR SYSTEM. SEE MFG DWGS
: —_ + . FOR ANCHORING
: EL . 14 SELF-CLOSING METAL GATE. REF MFG DWGS FOR
T i ATTACHMENT DETAILS
n Sirr 16 PREFINISHED ALUMINUM DOWNSPOUT
2
i \(S-42Y) 2
|
] (] m | "
) = L]
| | =1
u
L Fj I i
O
sy ——
Arn
©
o
N
©
[To)
© AN
w
12
Al et \
© //
o) L /
I AH I\S 34
© 10
i L
Te}
1
il 1]
©
[To)
AR / 0]
©
[To)
R STAIRS |-
~ 1-C-ST1 | 4 13
o —
® =5 ST
N o o 3 o i
L 5!_8" [ 5 6 VL 5!_6" 1[ 5!_6" J
y y i ' c—t -
5.2 4
AS-20 S-503
1 (3
1'-10"
AN e B
(4 7 T\ EXISTING BLDNG
N NG NG B

N 1

/1 \ FLOOR/ROOF PLANS - 1ST LEVEL SPS ADDITION

KEY PLAN

W 178" = 10" 'C'
NTS

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED
Drawing Title Project Title Project Number
ARCHITECT/ENGINEERS: CONSULTANTS: \\\\\\\g\:\‘.‘&‘,"’gg% FLOOR PLAN & ROOF -1ST LEVEL SPS BASEMENT ADDITION 2010.00629.0005 Office of
VA NORTHERN INDIANA 1 £ oL VAPROJECT # 610A4-12-400 | Bufing Number Construction
g 2 HHY
HEALTH CARE SYSTEM, om g oo | RossSBaruzzini s 01 and Facilties
FORT WAYNE 1 INC. ‘% _ § Approved: Project Director Location Drawing Number Management
2121 Lake Ave. Fort 280 SHADELAND STATION 8250 Haverstick Road 3, . \\\\\\§ D2t121 Lake Ave. Forct:hWkaz/ne, IN 36805 AS_'] 01
’ ; . _Sul'e W ate ecke rawn
_ _ Wayne, IN 46805 TEL 317.547.55\5’3\1(\),\,W .Zﬁﬁ(ci]:ésgiifczo?ng Indlanapgl1|s7,.€lsl;l ;gggg Zj):}%gf o i - ‘|",",‘=‘|‘ mmmmm
. 245
VA FORM 08-6231

s




alf inches

one N

J

ch

three quarters

\4

alf inc

one

8/14/2014 1:54:31 PM

e_Central_04.7.2014_RARC13_anordstrom.rvt

yn

ghth

FLOOR PLAN KEY NOTES (@)

1 6" ACCESS FLOOR SYSTEM. PROVIDE OPENINGS IN
FLOOR WITH GROMMETS UNDER DATA RACKS FOR
POWER CORDS AND CABLES. COORDINATE
LOCATIONS AND SIZES WITH THE ELECTRICAL
CONTRACTOR AND THE OWNER'S

10 g

-

. 15on Sy - e e 1] o REPRESENTATIVES.
: - © - "y 13) DR, . & 2 WALL-HUNG SHELVING
- _ _ 10-0 A« 3 KNOCK-OUT CMU WALL FOR FUTURE EQUIPMENT
K OSSR L (105) [ 2L (o7 T s L | 4 COUNTERTOP/CASEWORK
L g SR ’ ) 5 FUTURE KNOCKOUT-SEE ELEVATION FOR HEIGHT
_ . < %) F3
e —1{ EL1 ﬁ h EL2 F - [Cve ] @/ [Cve ] [(vs ] (7)— ] [es ] > @ [F] 6 STACKED LOCKERS ON 4" CONCRETE PLATFORM
] & " | 7 APPLIED GYPSUM OR TILE (MATCH ADJACENT
1 B3S S 1.9 5/8" : " MENS' \ " Lqrom MATERIAL)
g 1048 I 179508 | 15-51/8" |\TERIOR LOCKER ﬂL 3-55/8 12 8  BENCH (SEE EQMNT DWGS)
e | [TB3s E'_‘CEXS;'BOQ)?CSE'Q”T'TO ROOM & ] 9 FIRE EXTINGUISHER CABINET-RECESSED (SEE LIFE
1 . " an T (] " U/ LU
.| EQ EQ o 11-6 i 910 3/8 16'-4 [ M8 ] . WHERE NOTED SAFETY PLANS)
2 - | 5 . L 2 A\ b 10 EMERGENCY EYE WASH/SHOWER STATION
1 OFFICE OFFICE e CUBICLE 2 CONFERENCE i ® @ T | | e Lope e e
4’ N 4 1 e -
Sk (FUTURE (FUTURE - CLERICAL sPs © ROOM/ 5 (1558 p N | 12 INFILL OPENING. SEE PLANS & SECTIONS FOR
N ELEVATOR) ELEVATOR) STAFF DIRECTOR TRAINING ® ~ 3 2 )] 353 1112 1/4" CONSTRUCTION TYPE
4 B-C-EL1 B-C-EL2 B-C-104 B-C-104A B-C-105 . B-C-106A 239 Lo 3 X © [Fas 13@§ \ . F3s 12 QQQBSRE:EESOOR OPENER
e % ; | M8 | ik = = | M =
, o ) | =2 > o S © ¥ 15 FIRE EXTINGUISHER CABINET-FLUSH MOUNT (SEE
. \ = : @ ¥ a > x LIFE SAFETY PLANS)
- B3S = : B3S T . / = 2
- e | F2 C o N = — - | ~ T
: L2 r ] ol :, ol e )| fy
. 2 g [ce] = <" ¥ = el ES
S i @ @ | @ @ 3 % al
= L - — e B3 g ? s
e . ‘ ey ‘ /@ [ ] | ] ryps pype = -~
N - . | 2 B = 755
. STORAGE STORAGE | I: - [ ] ] X ) 5 SRR
_ | (FUTURE (FUTURE e ] < v = o a F3s 8 = ™
. X |[EQUIP ROOM) DUMBWAITER) : p— M > = WoMENS || o j| -
101 — — ) ~ - o _, | —
m =0 sy, | | 6(; ? - R ] 2 2| (fosc * Room 12 o ] =
+ AV =
© \ o
SlSe AN " N~ 17 3 R = A B-C-109B N y o |
I i N8 9ij 5 iy / 168 150 X f 54 3/8" 11'-10 3/8" T 11 4758
& | e ] . ] 2 (2) - Y X AS-41 4
= 5 ”@ o 14 12 2 ™ 106E = 5 C41P 7
[o0] ™ N~ = A
% : - | &1 14
N § 1020) 7] ' 19 R SCOPE R DI | = 10@ ©
[ve ] N < [ve ] % STERILIZATION e ] 9 F3 >
N i - M SCOPE > i, _ & <—(' < 6 N /
© DECONTAMINATION < =1 [BciosE] [we ]~ 4 : | — Y \ =] @ —
| — I ~ RN . ‘ s | |—| I
SN M ’ [BC-102Cc| @ R ¢ R g i : .
DO ‘ 1 T TR E =il o 0 o ’ ’ -
. N i I o SN STORAGE 10-0 N ©
= © | 1 -
: [ m8 | [ M4 | 5 o (FUTURE | ~ <
N J - ’ J@L < DUMBWAITER)§ ) N
— 3 ¥ 106F) [B-c-106F ]
4.7 38" 600 " | ( CART PREP ® ©
aq Iz [ 'B-C-106B | ) @ ] ==
o

g ng I \H:P—:‘E i N AK4 N
sEcowTmsTIn S\ e 2 = @ /" ENLARGED PLAN - LOGISTICS LOCKER ROOM

CART WASH W 1/4" = 1'-0"
L

7,3/8"

139 1/8"

3!_41!

H

[*3)
6'-
@
a

8'-51/2

7 5/8"

N EiE I |
R i A

C:\Users\anordstrom\Documents\2012 00629 VA FtWa

= 8 - ) -
) A\ gy ——]
‘ N @ % | [(ve] B3S
> 203 5/8" 19-5 5/8" 722 181 1/8" T e7sE o 6-8"
A Lve | S A . 30" |, 3614 4 ‘ Lr/
= 1 1 %
CORRIDOR W @ 1 N
zeo] o T E—— z
LOUNGE L- -
| | ve_| Y% LS LTI BeSe ]
I }
- - m | > 3 M8 W] &
b [ 1—% A 2
@ 32 23 | | SPS ASSIST. 0 (O
= 7 7 OFFICE Y
dam O\ | 3 3
- 50 1/8" 1811 7/8" 5038 [we ] \9-558" | ) N R
N | i — w ~—o % 0
\ 01‘; ~ . 5 3.6 13/16" | °’
% B3S B3S @ EE " =) - L 77777777777777777 B3S
I S [ess ] s w2918 | 30 2-034" 39" 117 39" [ 2-109/16"1'-7 5/8" N
@\ = A } 1 \ 6 7 7 © 13
o WOMENS MENS T 3 "3 1/g" o
~ e LOCKER LOCKER 103C © e N}
- 5 ROOM ROOM Bas | | 19 ? 18 N N
|| e — — 5
: ® SRR | ST . 3
' : - =1 s
(=] i . : |
A= "
[ Bss o )d ’ ) (6}* PREP/ASSEMBLY
7-6 1/4"—— o112 2-10 1/4" 41 o
Ie}
—— 5'-5 1/4" 31 3-8t 31 3-8, 3111t < ]
, N eLevations B ][, . o BT I
- ; \ SIM. TO B-C- G? [ve ] [Tvs ] °
| 10 \ 103A EXCEPT <
2 \ HERE NOTED 7 7 %
8 @ : b [XRRXRZS ezezezezeze T
24 " F33 |l =] R3S / o f
RS EERL - [y gosg ———p 33, 33qpT 314 5/8" % 3.0"
S e 12 — L
ol | ‘co | = | ‘ ; 5
o AS-413 2 [F= | _© © ‘E | [es ] ) [es] | N
[ess ] o 11 K STERILIZER
g 111" @ P =X 1111 172" C ~ .
. r 3-0 3/4" gt 434 3/8 | | ACCESS ¥
: 9 o S0 SIS 38 -
3 N 7
} p— [FFss] [(Fs | =l
§ F3S
N
/> ENLARGED PLAN - SPS AREA
\es102) =T 100% CONSTRUCTION DOCUMENTS
FULLY SPRINKLERED
Drawing Title Project Title Project Number
. . Wi, '
ARCHITECT/ENGINEERS: CONSULTANTS: SORID R, ENLARGED PLANS SPS BASEMENT ADDITION 2010.00629.0005 Office of
= 7, '
VA NORTHERN INDIANA ] | g? 9’62 VA PROJECT # 610A4-12-400 Building Number Constructlon
£ E 01 it
HEALTH CARE SYSTEM, Opn i Ross\Baruzzini s : and Facilities
FORT WAYNE .. STRUCTUREPOINJ % _ Ss Approved: Project Director Location Drawing Number Management
%@' S 2121 Lake Ave. Fort Wayne, IN 46805
2121 Lake Ave. Fort AR ST nigeas AS-102
, = uite
Wayne, IN 46805 TEL 317.547.5580 FAX 317.543.0270 Indianapolis, IN 46240 )%})“\\\/' Date Checked Drawn \/RA  Department of
www.structurepoint.com 317.638.8383 08/15/2014 JDF/ FMF APN ‘v"'=“ Veterans Affalrs
Revisions: Date P //5/[#/%
A i
VA FORM 08—-6251
1 2 3 4 5 6 | 7 9 |




J

three quarters

e eighth inc

8/14/2014 1:54:33 PM

e Central 04.7.2014 RARC13 anordstrom.rvt

yn

C:\Users\anordstrom\Documents\2012 00629 VA FtWa

PARTITION - SEE PLAN FOR
TYPE

COVE BASE

CUT PANELS TO WITHIN
1/16" OF WALL

N

ACCESS FLOOR PANEL *\\

- .
¢ Lag .
N 49

/5 ACCESS FLOOR WITH BASE

084 0 = e

RAMP THRESHOLD
SECURED WITH FHMS TRIM
SCREW

STRINGER

SWIVEL HEAD

PERIMETER PEDESTAL

EDGE OF ACCESS
PANEL

/4 TOP OF RAMP

084 0 = g

ACCESS FLOOR PANEL

STRINGER RESTS ON SUBFLOOR

CONCRETE ANCHORS AT
24" 0.C.
RAMP SHOE
7

/3 BOTTOM OF RAMP

w 11/2"=1-0"

RETURN ELBOW WITH WALL PLATE
AND EXPANSION ANCHOR

1.225" SCHEDULE 40 STEEL PIPE
HANDRAIL

STEEL WALL BRACKETS TO MATCH
HANDRAIL

ANCHOR BRACKETS SECURELY TO
WALL

FACE OF WALL

/2> ALUMINUM HANDRAIL

ACCESS FLOOR PLAN KEY NOTES (@)

1 ACCESS FLOOR SYSTEM. PROVIDE OPENINGS IN FLOOR WITH GROMMETS UNDER DATA
RACKS FOR POWER CORDS AND CABLES. COORDINATE LOCATIONS AND SIZES WITH
THE ELECTRICAL CONTRACTOR AND THE OWNER'S REPRESENTATIVES.

2 HANDRAIL - INSTALL & ANCHOR PER ACCES FLOOR MFG SPECIFICATIONS

w

VENT IN RAISED FLOOR - ASSEMBLE PER MFG SPECIFICATIONS

4 GUARDRAIL - INSTALL & ANCHOR PER ACCES FLOOR MFG SPECIFICATIONS

w

Sim
(3) l
N 1 - B3S
A |
Sim
ﬂl
oIT \@
[ 53 % .
S
= @ﬂ g )
5 & l
&
(3) ) 1
=z
% Sim
of (3
(3) L N
wn
o
VAVAVAVAVAVA| TR

103/ o= prgr

N

71\ RAISED ACCESS FLOOR

D

AS-103/) 3/8"=1'-0"

100% CONSTRUCTION DOCUMENTS
FULLY SPRINKLERED

ARCHITECT/ENGINEERS:

CONSULTANTS:

VA NORTHERN INDIANA
HEALTH CARE SYSTEM,
FORT WAYNE

2121 Lake Ave. Fort

AMERICAN

g. STRUCTUREPOINT

INC.

7260 SHADELAND STATION

Ross\Baruzzini

8250 Haverstick Road

“\mnmm,,
SORVID_£g

49”'1

Drawing Title

ACCESS FLOOR SYSTEM

Project Title

SPS BASEMENT ADDITION
VA PROJECT # 610A4-12-400

Project Number

Approved: Project Director

Location

2121 Lake Ave. Fort Wayne, IN 46805

2010.00629.0005 Office of
Bulding Number Construction

01 and Facilities
Drawing Number Management

AS-103

ALAA
INDIANAPOLIS, IN 46256-3957 Suite 285 W
Wayne, IN 46805 TEL 317.547.5580 FAX 317.543.0270 Indianapolis, IN 46240 )%9‘/ Date Checked prain \/AA Department of
www.structurepoint.com 317.638.8383 08/15/2014 JDF/ FMF APN \‘,I'L\‘ ne Affslrs
Revisions: Date P //5/[#/% -
{ L
A FOR 6231
4 6 7 9 |



one foot

T

e
15

C

ree in

one foot

half inches

yne

] O

= one foot

inch

three quarters

one foot

1cn

8/14/2014 1:54:37 PM

= one foot

inch

one quarter

e_Central_04.7.2014_RARC13_anordstrom.rvt

yn

one foot

ghth inch

C:\Users\anordstrom\Documents\2012 00629 VA FtWa

REFLECTED CEILING PLAN LEGEND

1. ALL A.C.T. CEILINGS TO BE STANDARD 15/16" WHITE METAL TEE GRID. U.N.O.

2.  ALLAC.T.CEILINGS TO BE 8'-0" A.F.F. U.N.O.

3. PROVIDE 3 1/2" SOUND BATTS OVER CEILING IN ENTIRE ROOM AND 2'-0" BEYOND
OUTSIDE WALL AT ALL TOILETS AND CONF. ROOMS WITH SOUND WALLS.

4. ALL GYP.BD. CEILINGS TO BE 8'-0" A.F.F. UNLESS NOTED OTHERWISE.

5. AT A.C.T. CEILINGS, EXTEND GYPSUM BOARD TO 6" ABOVE CEILING. AT GYP. BD.
CEILINGS, TERMINATE GYP. BD. AT CEILING UNLESS OTHERWISE NOTED.

6. REFERENCE INTERIOR ELEVATIONS FOR GYPSUM BOARD SOFFITS ABOVE
CABINETS.

7. ALL CEILINGS TO BE C1 U.N.O.

8.  SEE INTERIOR ELEVATION AND/OR SECTIONS FOR MOUNTING HEIGHTS OF
ALL WALL MOUNTED FIXTURES.

s

{9;;,1_T ELEVATION IDENTIFICATION
o 2'x4' LAY-IN FIXTURE
o 2'x2' LAY-IN FIXTURE
: = { } = { F = ] u e 1'x4' LAY-IN FIXTURE
b = = ]
- ' == 1'x4' WALL-MOUNTED
: : - - FLUORESCENT LIGHT FIXTURE
- COVE LIGHT FIXTURE
| |
__ / — 4' SURFACE MOUNTED LIGHT
_ FIXTURE
- - - O RECESSED CAN LIGHT
| | ] I | | ] I | | - | | ] I ( [] /
S — ©) PENDANT LIGHT FIXTURE
[ 2]}
o i o) WALL-MOUNTED INTERIOR LIGHT
| j \ FIXTURE
_ | ] | | | ] ] 1 | ] ]
l ' ' | CORRIDOR ] ] {J ] D PHARMACY [] O WALL-MOUNTED EXTERIOR LIGHT
- T T % ﬁ‘ I B-B-C4 STORAGE FIXTURE
—| I -
—1 [ 53 ]
L Ll ¥ \N == I Q EXIT LIGHT
u ACT | H ] H N j] 1
x | ¢-v MAIL ROOM = —
g : 79 ] ! e O RECESSED SECURITY
== [ — | | J " VESTIBULE — CAMERA
- I
b [ BS == == [ecrio] It SURFACE-MOUNTED STROBE
oIT — ]
] 9
.- 53A
[_ == NJ == - [—:{k | 1 D| |‘ : | ] D [ I ] D [ [ ] ! H iDi 1 !=FD L »\_,}J: — ] L] — & e — 1 £ FMERGENCY LIGHT FIXTURE
B v = 1 £ AT - .
i WATER Q olF CUBKI:th, CONFIRENCE | : SHELL
TREATMENT FFICE FIGE LERICAL SPS 4 D SUPPLY DIFFUSER
390 H (FUTURE (FUTURE STAFF DIRECTOR .rgﬂﬂm CORRIDOR ) B - (FUTURE
= 2 ELEVATOR) ELEVATOR) * [Bc10s ] [B-Cl104h | Meoi] [ Ecq o ACT : 3 STAIRS)
Q [ B-CELT]] BIC-E[2 / T - AT i ]L e RETURN DIFFUSER
= ===—] = N ON[E AL
i CoRRIBoR IFE==ssc g s e e oo = e R por | | N e
f [TBcci || ‘;AC.' 4 ACT 7- [ / / \ : g R ’{;S'W% ] 52 l; $8 ¢ ) — LINEAR DIFFUSER
- — — . f o o o R i 3 “_—I Ly K il A
T . | . AC] / CACT \ E - | PPE AREA _ B N R O e : (FOSTFLCREE
[N 8 -0" J 8- 0" - " [Ecioa] i)ITB?: 10375 H SR ngr(gR,_ e ! ELEVATOR) 4 EXHAUST FAN GRILL
K1 STORAGL“ \ SR ' l:l |l roOM | [ b ’ . vz | )
FUTUR B 86" A : X : e i P B <] e; n.u A n
— L 25 ] EQUIP ROOM)| - \ SRS % NEhooA | ° : , 8 40" | . CMO CARBON MONOXIDE
IS L e T B ] | : i SN e NS | 5 | B . —— 1 DETECTOR
N e e F~ T S . S - T : \ dooke ~ ,   ‘WIWJENS- === $ACT' T ® SPRINKLER HEAD
H—LEE —— o gwg," AN -, e o5 N ELEcTRICAL STAFF 1 |:| LOCKER | o oLl §'-0f ’
EEE Y HAC _] R T o : e i .  1: — ‘ ‘I:RILIVZAVT.IOI\ i AL N __B-C-108 I B-Cr109 I U | . - 8! . J ;\v =t TV MOUNTING BRACKET
. CHILLER (o] L L L el e\ N sl o ol T | Purchasing
ROOM 4 [ T GWB /_ ool BUREL I e o B B IC T L 1 L[Becin ] 2'x4' SUSPENDED ACOUSTICAL CEILING
19 RN s D A D A e e R SR TURE. B8 = &> ri[sccs '
| v cvae 0 ' CARTPRE[“ G DU%;}BJ\-II-V%T'IFER] : e | kot accps cxma | ﬂ il B0 o]t ' LOGISTICS J!;ACT
R : IBc106B) e CLERIGAL " B 2'x2' SUSPENDED ACOUSTICAL
——— EG% ————— D A AUTOMATIC || _ = () IS s N | N J}_ BiC-112 T | superwisor CELING
E CARTWASH || SR Foes . B S
FEormooB b BN e e geoPEKSY 1 L1dgows | [ L1 STORAGE AT AGT
j} 4 u D_ 208 ] . DECONTAMINATION || == K 900 . = (';%TL:JEE ;\'L-Iﬁ" ACT 8r0" |1 H | | I
. DECONTAMINATON ~— — — — - — — — g [ BIC-113A <1f8'v-,0" . - H LOGISTICS
B \ 4 R o B ] s e ) e = e i : DIRECTOR
: | : ~ o S - L B-C-106G _HAC -
) S STERILE/ )
H A |:| ‘ NON{STERILE L e —
4 STORAGE ; —
- GWB B{C-113 W d_o H
8-0 . .
: oo o . g " il OFFICE
d- || @ / \ [ B-C-116 |
fﬂ ‘ ﬁ CF/& o — I
“:] CHILLER Ez H H H
3 ROOM
qf - (FUTURE) < x
g . Q" S s f@
— i - - WAREHOUSE - - 4
[ E— 1
‘ 7 | \ i
< | | o
\ | ] I
IE | i | | | !
j 4 \ \ EXISTING BLDNG
g — LA***szf *********** J 'B'
g - =5 —
B i LOCKER LOCKER SPS ASSIST. STERILIZER
AREA WAY X STAIR 1 LOUNGE ROOM PPE AREA ROOM OFFICE ACCESS PREP/ASSEMBLY
: [Bci0s | [Bciosa] [BCtosc] [B-C-1038] [B-C-103D ] [B-c-106D] [B-c-106C | SPS ADDITION
: KEY PLAN o
i i ’\ NTS
4 s 4 N
N 100% CONSTRUCTION DOCUMENTS
@ /1 BASE_LOWER LEVEL CEILING FULLY SPRINKLERED
w 1/8" = 1'-0"
AR CH |TE CT /EN G | N EER S C ON SULT ANT S W, Drawing Title Project Title Project Number
. : AW i, '
: : §‘%ND F.qf,f"/,,,, CEILING PLAN - LOWER LEVEL SPS BASEMENT ADDITION 2010.00629.0005 Office of
> Z — .
VA NORTHERN INDIANA ]| §"’9 A 9‘% VA PROJECT # 610A4-12-400 Building Number Construction
g : 01 lit
HEALTH CARE SYSTEM, O STRUCTUREPOINT Ross\Baruzzini s : and Facilities
FORT WAYNE o 2 =3 Approved: Project Director Location Drawing Number M t
% § 2121 Lake Ave. Fort Wayne, IN 46805 anagemen
2121 Lake Ave. Fort 7260 SHADELAND STATION 8250 Haverstick Road %, ; & AS 1 1 1
INDIANAPOLIS, IN 46256-3957 Suite 285 Q Date Checked Drawn -
: . N\
Wayne, IN 46805 TEL 317.547.5580 FAX 317.543.0270 Indianapolis, IN 46240 )%})‘/ v/n Department of
www.structurepoint.com 317.638.8383 08/15/2014 JDF/ FMF APN \V/4)
Revisions: Date . //5/[4/% v Vetsrans Affeirs
L

VA FORM 08—-623

N
I




T

one foot

nes

nalf inc

e

on

one foot

ch

three quarters

half inc

e

on

one foot

one quarter

se]

8/14/2014 1:54:41 PM

e Central 04.7.2014 RARC13 anordstrom.rvt

yn

C:\Users\anordstrom\Documents\2012 00629 VA FtWa

o

~J

% 3 4 5 6 / 3 9
=T I §
T I H I
[ 5
/\ R -
R
] . i i fC 1 oI L&
Iif 1 \’—‘\ It 1 \,—‘\ Ir il If% ’—‘|7 [9/\1 D [2
i PHARMACY
STORAGE
W 7
X | TUM | | D/\“ ] | i = I/\ —"/\ ] r [X
[u ['f T T T T 1T ! | “_‘ L‘ X
] ] SEERRRRE
[ T O A I 24
:::::%LJL\LJLH,JLJLJLJ
S oIr
-4 < CORRIDOR S3A
R MAIL ROOM BIOMETRICS
| L —
ST [eec] Y
= b Q// N
&l D
v
7 &
r ¥
] ] = mm= —] Y =5y — fi e i Y 2 o = EEe G
OFFICE OFFICE CUBICLE, CONFERENCE | OFFICE i _ 4
(FUTURE (FUTURE CLERICAL SPS ROOM/ IJO (FUTURE q L
ELEVATOR)  ELEVATOR) STAFF DIRECTOR TRAINING CORRIDOR VESTIBULE ELEVATOR) T
WATER Bcer] [Eoez] [B-c04 ] [B-ci02A ] [B-c105 | Sheee |1
? TREATMENT . )
: - (FUTURE |
49C = ﬂj@ T = | 1] NLE S STAIRS) | |
e | LOCKER ' ] [ecsr2]
_ |Ej| |D| !EI i =y
e D;D) % T ! : IT CLOSE] B-C-109A T — .
. : il B |h§ B-C-107 J | ) — —
. R | ©§ J%%ﬂ@ E @;;% @ Q | LOUNGE, | E N .
p= - 1 EQ‘E:;T;'ORSM) g ﬂ ﬂ : = B4 64 B4 PPE AREA | ELECTRICAL STAFF - &_ ; M 1| J
- L =t | /\7\\ _| []- E]D | =5 ] | [BcokA] DED | B-C-108 ] E — e
. - \\ N I ] | @ = = @A‘T PURCHASING mili &
| I | BES T g 1 O = {| omens LI . i
SCOPE 1 C o= I |EP \ | ;
FUTURE ] H I STERILIZATION © STORAGE ' RooW ]E . ﬁ @ 0 ‘ @
CHILLER T) E ——— J (FUTURE []E) B-C-109B
Ac : | [Bcioee] DUMBWAJTER) J — -
RZEM i WH zﬂ‘ /12 X Q | A I *_’B-C—NF N K L E o] g& g
| _ K | P L e UL O 8
: S % | Wj ******** CART preP '{é p S N S P ﬁ@ﬁ
: STORAGE SIS - - - B-C-C3
. N (FUTURE SCOPE J L " STORAGE STERILE/ N @ | Locistics
: DUMBWAITER) = DECONTAMINATION | == all | 5 (I;LJqTL:JIEE N%#g;EgLLE s I&?_g:aslggf ‘f/f/SUBP(E;I??ZSAOR
=i O. 8 ] [Bcioc] B g I U ROOM) 50113 [(ciiz] [eomn]
w - CORRIDOR . DECONTAMINATIOS\F / N R N l M HAC | " [.] 'l\
i o B RS ' - :
| : | wrowme/ BT g T [l |
i] L = CART WASH ~ o LOGISTICS -
h | DECONTAMINATION — []| DIRECTOR .
@ :H - E q: CH S |_|B_C_11ZB ]
4 g TIX]] ) —
; H HDE W\ [l i : ‘ o JOFFICQZ: HDE
_} Q '@U B T B-C-116 @ [
] LOUNGE PPE AREA 8 I — \
) ] [Bci03 ] [B-c-io3C] I PREP/ASSEMBLY | e
j - |I—— =1 | T
= — | |
g /M n —= qq‘} : i 3 A
H . = 5 | | 2
| B % I WAREHOUSE N U NN VU U SN A ]
; - = — | [B-c15 ]
- [ [ MENS ] l@ﬂ @ﬂ %
g y - QVOMENS D [ D LOCKER | | ||
\ LOCKER ———di=————— ROOM |
: e e I | == | = |C :
Tt [ e N b, 4, o :
| TR YR : % ‘ @ =l % B %
> " [ ——PPTIOR P T r e i STERILIZER |
o | Lhﬁﬁﬁﬁﬁw* ; i - ﬁ o q e i ACCESS -
4 q R | [ y 1T 1T 1 T T 5
| : : rﬁ - LLA:f\_f:A—TLiL%JiH,JE‘%GL\{L\l%%\ — B ,4\1 = = — — . ] Bt : Q; I al — . —
L o
<
AREA WAY A T
. . SN
i | /1 \ OVERALL EQUIPMENT PLAN-LOWER LEVEL
/ < ~ W 1/8"= 10"
EXISTING BLDNG
|B|
KEY PLAN SPS A.%PITION
NTS
PX(
100% CONSTRUCTION DOCUMENTS
FULLY SPRINKLERED
AR CH |TE CT /EN G | N EER S C ON SULT ANT S " Drawing Title Project Title Project Number
: - \ ", '
' : WORVID_ £ol, OVERALL EQUIPMENT PLAN - SPS BASEMENT ADDITION 2010.00629.0005 Office of
% e LOWER LEVEL VA PROJECT # 610A4-12-400
r $Y 2 -12- Building Number '
VA NORTHERN INDIANA - £9 oL e Consfruction
HEALTH CARE SYSTEM, O STRUCTUREPOINT Ross\Baruzzini s : and Facilities
FORT WAYNE . 2 =3 Approved: Project Director Location Drawing Number M t
INC. z $ danagemen
% S 2121 Lake Ave. Fort Wayne, IN 46805
2121 Lake Ave. Fort 7260 SHADELAND STATION 8250 Haverstick Road %, DS AS-131
INDIANAPOLIS, IN 46256-3957 Suite 285 N -
Wayne, IN 46805 TEL 317.547.5580 FAX 317.543.0270 Indianapolis, IN 46240 )%9““\/' Date Checked Drawn v/n Department of
www.structurepoint.com 317.638.8383 08/15/2014 JDF/ EMF APN ‘v"'=“ Vetsrans Affsirs
Revisions: Date P //5/[#/%
[ L
VA FORM 08—6231

T



| 1 | 2 3 4 5 5 7 8 9

N

one foot

inch

three quarters

one foot

8/14/2014 1:54:45 PM

one foot

inch

one quarter

e_Central_04.7.2014_RARC13_anordstrom.rvt

yn

C:\Users\anordstrom\Documents\2012 00629 VA FtWa

CORRIDOR EQUIP/FURNITURE SCHEDULE-SHEET A EQUIP/FURNITURE SCHEDULE-SHEET A
B-B-C4 Furnish/In Furnish/In
” | ‘ \” H H H H H L oIT Type Mark Item Description Count stall Blocking Type Mark Item Description Count stall Blocking
;“;M; 53A
‘ - B-C-102-DECONTAMINATION A5145 Garment Hook 2 CcC Yes
A1195 Clean-Up Sink 1 CcC A5210 Bracket (For Television) 1 VvC Yes
A5075 Soap Dispenser 1 CcC Yes A5220 Wall Blocking (For Television) 1 CcC Yes
A5080 Paper Towel Dispenser 1 CcC Yes A6046 Artwork 1 VC
CT030 Stainless Steel Countertop 2 \AY FO0115 Bookcase - 5 Shelf 1 \AY,
@) E0906 Supply Locker 1 \AY F0295 Stacking Chair 8 A%
EEI ? ﬁ F2000 Trash Receptacle 1 \YAY F0465 Cabinet Storage - 2 Door, 5 Shelf |1 vV
o ] F2020 44 Gal. Trash Can 1 wW FO690M Desk/Workstation 1 wW
e 1 F3200 Wall Hung Clock 2 \AY FO755 Conference Table 1 A%
elairry C ~ I P3100 Wall Mounted Lavatory 1 CcC F2000 Trash Receptacle 1 A%
aviwave Ultrasonic Console iteboart es
S2635 Cavi ul icC I 1 \AY F3050 Whiteboard 1 \AY, Yi
u0005 Eyewash/Shower 1 CcC F3200 Wall Hung Clock 1 A%
uo0oo8 Acu-Hold 1 \AY M0515 Wall Hung Television 1 VC Yes
e} U0009 Single-Chamber 1 \AY M1801 PC Workstation 1 vV
Qgﬁj?%ﬁ Washer/Disinfector B-C-106A-PPE AREA
. u0020 Reliance Rack Return 1 \AY A5080 Paper Towel Dispenser cc Yes
o | B-C-102A-HAC A5106 Waste Disposal Unit, Sharps 1 VC
o A5075 Soap Dispenser 1 cc Yes w/Glove Dispense
A5080 Paper Towel Dispenser 1 CcC Yes F2020 44 Gal. Trash Can 1 \AY,
(I?S$LC§E A5135 Mop Rack 1 cc Yes F3050 Whiteboard 1 W, Yes
ELEVATOR) F0500 Janitorial Cart 1 'A% P3100 Wall Mounted Lavatory 1 CcC
' =% a7 Tl i K el ] F0505 Mop Bucket 1 w B-C-106B-CART PREP
m I ’\_{ i - T P4700 Mop Sink 1 CcC CT030 Stainless Steel Countertop 5 A%
[ @ ] D F3200 | “-{ F3050 | F3200 o B-C-102C SCOPE DECONTAMINATION E0954 Crash Cart 4 W
£ o [ (RNATER L po et A5145| | F0205 AB145 s A1195 Clean-Up Sink cc M1801 PC Workstation 1 W
i XX XK RX CTO030 Stainless Steel Counterto 3 'A% U0006 Disaster Cart 1 A%
250 A5145 OFFICE E FO110 F0205 | { M1801] | |, O] [ aso75 {e% P _
_ (FUTURE .y —— F3200 | | A1011 [ o F2020 44 Gal. Trash Can 1 w u0007 Isolation Cart 8 W
ﬁ F0110 | [ F0205 ELEVATOR) , : -'- FO755 ® F2000 | [Fo690M ; A5080 B-C-102D-AUTOMATIC CART WASH U0022 Wall Hung Shelving 2 W
- __ - v e = » ? P3100 S3185 Cart and Utensil 1 \AY B-C-106C (PREP/ASSEMBLY)
P e # F3200 ‘ ‘ A1016 B-C-EL2 \ A1016 % A5145 . @ > A5220 i | = Washer/Disinfector M1801 PC Workstation 2 vV
1 /rrLF2000 | [ m18ot ‘. | I | N ABO26 . U0008 Acu-Hold 1 W U000 Amsco Evolution Loading 2 W
— = \ F0405 \ \ F0275 . FO275 | LM1801 \3% PPE AREA B-C-103-LOUNGE Car/Transfer Carriage
11 s . | — B-C-106A OIT CLOSET A1013 Telephone - Wall Hung 1 vV uoo18 Prep and Pack Workstation 2 A%
) CORRIDOR [ e I B-C-107 A5075 Soap Dispenser 1 CcC Yes u0023 Steam Sterilizer 2 W
]] B-C-C1 - Y | A5080 Paper Towel Dispenser 1 CcC Yes B-C-106C SCOPE STERILIZATION
. 5 | A5106 [ CS230 Sink - Double Compartment 1 CC U0011 Amsco Pass-Thru Window w/ 1 \AY
\ = - = = @ Q @ Q -y < F0295 Stacking Chair 6 W Set-Down Counter
N | | | M F0420 | | F0405 | 4 F3050 F2010M Step-On Trash Receptacle 1 wW B-C-106E SCOPE STERILIZATION
= S i A1013 Telephone - Wall Hung 1 wW
i s ‘ ‘ L “ ‘A W—J | F0465 MO0515 | // F3200 Wall Hung Clock 1 vV CTO030 Stainless Steel Countertop 2 A%
T PV B R i (O ° F0295 25210 . CT030 " K1552 Coffee Brewer 1 W 52627 Medivator 2 wW
R, S U U ety o ‘ \ o - £0954 ¢ :ID—C K8250 4 Slice Toaster 1 Y UCFO03 Endoscope Transportation Cart |3 A%
! T ¢ 6 o 4 - m . m . F3050 \ S R7250 Refrigerator 1 \AY B-C-106G-HAC
o p I u0024 Circular Table 2 vV A5080 Paper Towel Dispenser 1 CcC Yes
~— Q e L e —— 7}
S(ES?L?RGS ?IIS?L?FSEE K © H % J H/T H J ‘ N -3 B-C-103A-WOMENS LOCKER ROOM A5135 Mop Rack 1 cc Yes
EQUIP ROOM) DUMBWAITER) B ==~ /7777 L ) 1 —© A1013 Telephone - Wall Hung 1 w F0500 Janitorial Cart 1 v
B.C-101 B.C-102B | A1195 & S2627 A1030 2 Person Locker - Over/Under |10 cC Yes F0505 Mop Bucket 1 W
| CT030 Sl A1013 ot :m /g | A1066 Mirror - Float Glass 3 cC P4700 Mop Sink 1 cC
I [ 1 e SCOPE ) >0 / 5-0 y A1080 Posture Mirror, Wall Mounted |2 cc B-C-113 STERILE/NON-STERILE STORAGE
. o10a0 g CT030| STERILIZATION A5020 Bench-Fixed To Floor 2 cc |A5075 |Soap Dispenser 1 lcc [Yes
FUTURE ) A5075 S Di 2 CcC Y B-C-EL1-OFFICE (FUTURE ELEVATOR)
CHILLER o || AS0T5 / , o X DECONTAMINATION ~ & ~—+—{uoot1] [B-C-106E | L oap Dispenser es s ] 1
ROOM FO500 / . A5080 Paper Towel Dispenser 2 cc Yes A Phone - Desktop \AY
9 B-C-102C N a CT030 ~—LUCF03 |5 CT030 U0006 L : A5090 Sanitary Napkin Disposal 1 cC A5145 Garment Hook 2 cC Yes
. o A1195 & / . pi e ! | A5109 ADA Grab Bars 1 CC Yes E0084 Corner Workstation 1 vV
< - ) / - DISASTER CART A5145 Garment Hook 2 CcC Yes F0110 Bookcase - 3 Shelf 1 W
;\ & R TEMP. CART STORAGE AREA N p \o . e ! A5170 Shower Curtain Rod 1 CcC Yes F0205 Chair - Side w/ Arms 1 \AY,
S el 5-0 A5202 2 Roll Toilet Paper Dispenser 1 cc F0275 Chair - Swivel/Task 1 W
1 ’5ﬁ 5 ) e e D2010 ADA Transfer Shower 1 cc Yes F0405 Filing Cabinet 1 \AY
F2000 H H F2000 Trash Receptacle 2 W F2000 Trash Receptacle 1 W
b x ° S@S?SSEE F3025 Bulletin Board 1 W Yes F3200 Wall Hung Clock 1 WY
7 5080 —ILE L3, CART PREP DUMBWAITER) F3200 Wall Hung Clock 1 w M1801 PC Workstation 1 W
| wad A5075 B-C-106B RIS M3070 Linen Hamper 1 wW B-C-EL2-OFFICE (FUTURE ELEVATOR)
P3100 Z X M7300 Scrub Dispenser 1 wW A1016 Phone - Desktop 1 W
e s | P3100 Wall Mounted Lavatory 2 cc A5145 Garment Hook 2 ccC Yes
é @TTJ olp uooo7 |(8) P9050 Toilet 1 CC E0084 Corner Workstation 1 A%
jI= B e N I U0027 Metal Shelf 1 wW F0110 Bookcase - 3 Shelf 1 W
Lj‘ | | | | | | | | | B-C-103B-MENS LOCKER ROOM F0205 Chair - Side w/ Arms 1 A%
S3185 | [ ] | | 1 1 1 1 1 1 1 A1013 Telephone - Wall Hung 1 wW F0275 Chair - Swivel/Task 1 W
AUTOMATIC L ! ! ! ! ! ! ! — -
3 [ [ [ ISOLATION CARTS ! [ [ [
B fl DECONTAMINATION CART WASH | | | ; | | | | | A1030 2 Person Locker - Over/Under |10 cC Yes F0405 Filing Cabinet 1 W
U0008 | | | | | | | | | A1066 Mirror - Float Glass 2 cC F2000 Trash Receptacle 1 w
B-C-102 B-C-102D | | | | | | | | |
! ! ! ! ! ! ! ! ! A1080 Posture Mirror, Wall Mounted 2 cC F3200 Wall Hung Clock 1 W
: : ‘ ‘ ‘ : : : : A5020 Bench-Fixed To Floor 2 cc M1801 PC Workstation 1 W
T T TTmomommooomooomooooooooo = (ol A5075 Soap Dispenser 2 cC Yes
| | ;g — 90~ — 4 = sl — — - A5080 Paper Towel Dispenser 2 cC Yes
! -F3200 ! - i i
| TEMP. CART STORAGE AREA | . o 4 "RPC '\ l A5109 ADA Grab Bars 1 cC Yes
] I A5145 Garment Hook 2 CcC Yes
B o ‘ ‘ /| A5170 Shower Curtain Rod 1 CcC Yes
i - v — A5202 2 Roll Toilet Paper Dispenser 1 cc
K8250 52635 HAC D2010 ADA Transfer Shower 1 cC Yes
ABO75 (E0906) F2020 CT030 A1195 CT030 501060 F2000 Trash Receptacle 2 wW
F3025 Bulletin Board 1 vV Yes
A5080 U0008 U0009 F3200 F3200 Wall Hung Clock 1 W VA PROVIDED
''''' U0020 M3070 Linen Hamper 1 W /
M7300 Scrub Dispenser 1 'A% VA INSTALLED
ﬁ pod P3100 Wall Mounted Lavatory 2 cC
F2000 I - VA PROVIDED
"ol i ¥ Po1oo Jrinal 1 et " CONTRACTOR INSTALLED
. Lo asors R R IR RIETE] | 900 Tole 1 cc
I )
i ; R7250 — | | vooz27 Metal Shelf L W CONTRACTOR PROVIDED
P3100 T QQ B-C-103C-PPE AREA cc
R < ) ! -A5080 ——CONTRACTOR INSTALLED
— K, 4’_@ B |Fo27s || Eo042 ) Td | ] s A5075 Soap Dispenser 1 cC Yes
< ? A F0420 | | M1801 ' g A5080 Paper Towel Dispenser 1 cC Yes
& o A5080 P M1825 ‘ ‘ A1016 F2000 Trash Receptacle 1 vV
LOUNGE ' ' U0003 P3100 Wall Mounted Lavatory 1 cc
< F2010M} [ B-C-103 | [ F0295 | (6) Fazss | TFatio . B-C-103D-SPS ASSIST. OFFICE
PPE AREA ‘ ‘ A1016 Phone - Desktop 1 vV
F2000 A5145
- L A1013 [F3050 | [ F3200 | B-C-103C PREP/ASSEMBLY A5145 Garment I;Iook 1 CC Yes
s - F3200 B-C-106C E0042 Desk - 48 2 \AY
he o S S ] o F0110 Bookcase - 3 Shelf 1 wW
. - ~—— F0205 Chair - Side w/ Arms 1 W
F0275 Chair - Swivel/Task 1 \AY
ﬂ | ﬂ ﬂ | ﬂ F0420 Lateral Filing Cabinet 1 \AY
WHF — 7“7 — jﬁ ’rﬁ — 7“7 — jﬁ . F2000 Trash Receptacle 1 \AY
F3200 » A1013 U0018 Q\‘i ] 00018 %\‘7 —— Uo003 F3200 Wall Hung Clock 1 \AY,
| —=N—= - | —=N—= - . M1801 PC Workstation 1 W
ééVV o o éﬁy/ o M1825 Printer 2 W
M3070 ' - B-C-104-CLERICAL STAFF
ﬁ M7300 | A1016 Phone - Desktop 1 \AY
I M7300 M1801 M1801 A5145 Garment Hook 2 CcC Yes
ﬁ ﬁ E0084 Corner Workstation 1 W
F0110 Bookcase - 3 Shelf 1 A%
o——{A5020] 5055 P | F0205 Chair - Side w/ Arms 1 W
A5020 ‘ - -
»/- F0275 Chair - Swivel/Task 1 wW
71030 A5020 10001 U000t F0405 Filing Cabinet 2 W
e ASO75 WOMENS MENS F2000 Tra§h Receptacle 1 wW
LOCKER 1 LOCKER | A5075 I F3050 Whiteboard 1 wW Yes
== A5080 ROOM ROOM AB080 e F3200 Wall Hung Clock 1 \AY
S Bt —1{ P3100 || B-C-103A45 B-C-103B M1801 PC Workstation 1 W
; el : A1066 02 A1066 M1825 Printer 1 W
] | B-C-104A-SPS DIRECTOR
| - I A1066 P3100
i L ulu A1016 Phone - Desktop 1 'A% —
| PL P3100 A1066 I A5145 Garment Hook 2 cc Yes EX|ST|NC,"’B|,3LDNG
- [ P3100 ’ E0084 Corner Workstation 1 W
. | }HH . ‘ 2 ‘ F2000 F0110 Bookcase - 3 Shelf 1 W
| = — 0 A ——p — = I F0205 Chair - Side w/ Arms 2 W
|l Il Iy - d \i_’y_z% - -
—— —— = = = ) A5 A5075 F0275 Chair - Swivel/Task 1 A%
| B e e = e e ee e ] STAIR1 3 | © o |
}H R R B.C.ST1 ; H A5145 A5170 H A5080 S-L%%IEISZISER F0405 Filing Cabinet 1 A% KEY PLAN SPS ADDITION
e Il Il Il Il Il Il Il Il Il Il Il | N - . 1
4 }H I I I I I I I I I I I | -4 ‘ ‘ D2010 .\ ‘ ‘ ‘ P8150 B-C-106D F0420 Lateral Flllng Cabinet 1 \AY C
‘H Il Il Il Il Il Il Il Il Il Il Il | . e F2000 Trash Receptacle 1 VvV NTS
N L ” AS170 2010 | [at080 -
Lo | [ [ - I L R E— J | L F3050 Whiteboard 1 W Yes
~ S I A ( F3200 Wall Hung Clock 1 vV
S P D e o T N T — — N N — G — : M1801 PC Workstation 1 W
R I T R R T A S T A T e SRS PR T R I L T S U A ST P D R A I L R R . T D T T P T N D R T DT A R DI R e TR M1825 Printer 1 W
E B-C-105-CONFERENCE ROOM
| N L (1011 [Telepnone -Desiiop W 100% CONSTRUCTION DOCUMENTS
/1 \ LOWER LEVEL - EQUIPMENT - AREA 'A
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w 2 | 3 4 5 8 9
PHARMACY
STORAGE
oIT
53A
EQUIP/FURNITURE SCHEDULE-SHEET B EQUIP/FURNITURE SCHEDULE-SHEET B
Type Mark | Item Description | | Furnish/Install |  Blocking Type Mark | Item Description | Count | Furnish/lnstall |  Blocking
B-C-115 WAREHOUSE
|A5075 |Soap Dispenser |1 |cc |Yes | Uo004 96"x36" Shelving 16 wW
B-C-106B-CART PREP u0005 Eyewash/Shower 1 cC
] E0954 Crash Cart 4 A% u0010 Fork Lift 1 A%
— - - - - Bue===S== === Mﬁ === == = = ===SSS ===== -
IR, R R R A LT R T U0006 Disaster Cart 1 vV Uo013 Tool Bench 1 vV
e SR : : = T R — B-C-106G-HAC u0014 Tool Box 1 VWV
VAVA| r VAVAL 1% ~J - _ 1. - A5080 Paper Towel Dispenser 1 CcC Yes uoo17 Pallet Lift 1 \AY
S A5135 Mop Rack 1 CcC Yes uoo19 Rolling Rack 7 \AY
e F0500 Janitorial Cart 1 \AY uo0021 Rolling Ladder 1 \AY
Do F0505 Mop Bucket 1 VA% u0025 Columbia Logistics 3 wheel cart |1 A%
: ar P4700 Mop Sink 1 CC B-C-116 OFFICE
4 - B-C-109-STAFF LOUNGE A1016 Phone - Desktop 1 A%
BN N A1013 Telephone - Wall Hung 1 wW A5145 Garment Hook 2 cc Yes
F A \\ A5075 Soap Dispenser 1 CcC Yes F0110 Bookcase - 3 Shelf 1 \AY
. - A5080 Paper Towel Dispenser 1 cC Yes F0205 Chair - Side w/ Arms 1 \AY
1 M2055 P AB030 Vending Machine 2 w F0275 Chair - Swivel/Task 1 w
Loe ] C8230 Sink - Double Compartment 1 CC F0420 Lateral Filing Cabinet 1 VA%
_ VESTIBULE Sl . . of F0295 Stacking Chair 6 wW F2000 Trash Receptacle 1 wW
NG i | BN ° ° T F2010M Step-On Trash Receptacle 1 wW F3050 Whiteboard 1 W Yes
A o] B-C-110 ; % F3050 Whiteboard 1 W Yes F3200 Wall Hung Clock 1 W
[A6030| | [AG030 | ? _ - §EEEE - F3200 Wall Hung Clock 1 W M1801 PC Workstation 1 W
3 ! 3 ! (10) A1030 MENS' | F3200 ‘ ‘ M7§OO ‘ — o ) (FUTURE o K1552 Coffee Brewer 1 \AY B-C-EL3-OFFICE (FUTURE ELEVATOR)
A5075 R S [F32OO A5020 LOCKER - - STAIRS) ) K8250 4 Slice Toaster 1 A% A1016 Phone - Desktop 1 V'A%
F2010M . ROOM ’ FO110 iR E— B.C.ST2 = il R7250 Refrigerator 1 W A5145 Garment Hook 2 CC Yes
A013 ]« B-C-109A .4 / L . u0024 Circular Table 2 A% E0084 Corner Workstation 1 A%
P3100 A1013 4 c | F0275 || A1016 ; s B-C-109A-MENS LOCKER ROOM F0110 Bookcase - 3 Shelf 1 W
o | F3200 || M1801 < M2055 3 ) A1013 Telephone - Wall Hung 1 w F0205 Chair - Side w/ Arms 1 A%
B o . A1030 2 Person Locker - Over/Under 10 CC Yes F0275 Chair - Swivel/Task 1 A%
PPE AREA F0295 |(3) p S . A1066 Mirror - Float Glass 3 cc F0405 Filing Cabinet 1 W
B-C-106A OIT CLOSET .- E0084 A o V2055 o] “s A1080 Posture Mirror, Wall Mounted 1 CcC F2000 Trash Receptacle 1 v
F2020 B-C-107 . - || [Fo405 e A5020 Bench-Fixed To Floor 1 cc F3200 Wall Hung Clock 1 W
- = l a4 4 i A5075 Soap Dispenser 1 CcC Yes M1801 PC Workstation 1 \AY
A5106 | o A5080 Paper Towel Dispenser 1 CcC Yes B-C-ST2 STORAGE
L??X’FGFE’ AT . e : : L A5109 ADA Grab Bars 1 [¢) Yes [M2055 |18"x48" Shelving |10 W
R — M3070 s | N . . I é A5145 Garment Hook 2 cC Yes
B-C-109 e T e T LR e T A5170 Shower Curtain Rod 1 CcC Yes
[CT030] F3050 M3070 W ! e R A N NN e A5202 2 Roll Toilet Paper Dispenser 1 cc No
= (/)
Q =095 ks _'n_: . A5145 F3050 F3050 - D2010 ADA Transfer Shower 1 cC Yes
o« ° —< PURCHASING ///{l o F2000 Trash Receptacle 1 A
| 2 ELECTRICAL F0295 |(3) [Bc1i1 ] F3200 | s F3025 Bulletin Board 1 W Yes
N _é) 108 S M1801 M1810 jDE q F3200 Wall Hung Clock 1 \A%
F0275 ‘ F2000 ‘ M7300 Scrub Dispenser 1 A%
L P VA INSTALLED
s P3100 Wall Mounted Lavatory 1 CcC
o — .\\ “ / ) P8150 Urinal 1 CC VA PROVIDED
WOMENS' | =i Fozrs P9050 Toilet ! cC "~ CONTRACTOR INSTALLED
A5080 Cs230] [ R7250 | A5020 e A1016 | U027 Metal Shelf 1 w
— K1552 A5075 > el |E0084 | B-C-109A-WOMENS LOCKER ROOM cc  CONTRACTOR PROVIDED
;s \0 I B-C-109B I - — - - - — % =t ~ M1801 A1013 Telephone - Wall Hung 1 'A% \ CONTRACTOR INSTALLED
u0006 T ! K8250 A 10 % = e A1030 2 Person Locker - Over/Under 10 CcC Yes
DISASTER CART Al ?30 (10) = il A1066 Mirror - Float Glass 2 CcC
i N I R | PSSO | I S| i I _ NP l < A1080 Posture Mirror, Wall Mounted 1 cc
VW xja ¢ | | R . A5020 Bench-Fixed To Floor 1 ccC
- 1 A5075 Soap Dispenser 2 cC Yes
: °° °° o o °° : ) A5080 Paper Towel Dispenser 1 cc Yes
STORAGE STORAGE EX-L EX-A EX-F EX-G EX EX-J A1016 A5090 Sanitary Napkin Disposal 1 cC
(FUTURE (FUTURE o olo olo olo olo olo o 4 3 E0084 A5109 ADA Grab Bars 1 CcC Yes
DUMBWAITER) EQUIP. . . ~ {004 A5145 Garment Hook 2 CC Yes
B-C-106F ROOM) ] M1801 A5170 Shower Curtain Rod 1 cC Yes
B-C-113A z F2000 F0275 A5202 2 Roll Toilet Paper Dispenser 1 cC No
=§ ExH CORRIDOR B LOGISTICS || - D2010 ADA Transfer Shower 1 CC Yes
Q 5003 SUPERVISOR F2000 Trash Receptacle 1 A%
0 IE:OLCEEII:IKLS o M1825 F3025 Bulletin Board 1 W Yes
- = M—T I
NON-STERILE . . per
STORAGE s oTe . . T . M7300 Scrub Dispenser 1 wW
B-C-113 N N o o P3100 Wall Mounted Lavatory 2 cC
. S S S S s P9050 Toilet 1 cC
] . . = = = = EX-E) U0027 Metal Shelf 1 W
u0002 B-C-111-PURCHASING
o . o olo o . o|o . A1016 Phone - Desktop 3 'A%
’ A ’ . . A5145 Garment Hook 3 cc Yes
E0084 Corner Workstation 3 A%
_ i - - - - o o F0275 Chair - Swivel/Task 3 W
§ § § § § § K F2000 Trash Receptacle 3 W
=) =) =) =) =) =) EX-K}] LOGISTICS F3050 Whiteboard 2 Vv Yes
™ DIRECTOR . F3200 Wall Hung Clock 1 \AY
o .
S - M1801 PC Workstation 3 VvV
o -C-
2 o o B-C-1128 I : M1810 Floor Copier 1 v
. e . . oo . . ot . 4 U0026 Cubical Dividing Wall 10 A%
~ EXB B-C-112-LOGISTICS CLERICAL
. . S A1016 Phone - Desktop 1 wW
: e 3 3 3 ) o o . . OFFICE . A5145 Garment Hook 2 cc Yes
§ § § § § B-C-116 o E0084 Corner Workstation 1 \AY
5'-0" MIN 6'-0" . - 6'-0" 7'-0" ) F0205 Chair - Side w/ Arms 1 vV
3 f - F0275 Chair - Swivel/Task 1 vV
S ST ce F0420 Lateral Filing Cabinet 1 \AY
. olo . . WP o olo o B | M1825 | | F0205 . F2000 Trash Receptacle 1 A%
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